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12. Where the water mains are extended along streets or new streets are installed where fire hydrants are not needed for 
protection of the structures, fire hydrants shall be installed at a maximum of 1000 ft spacing, to provide for 
transportation hazards.  Where streets are provided with median dividers or have four (4) or more traffic lanes and 
have a traffic count of more than 30,000 per day, hydrants are required on each side of the street spaced at 500 ft on 
an alternating basis. [IFC § C102.8] 

13. No fire hydrants shall be located within the radius of a cul-de-sac or within 20 ft of the perimeter of the radius of the 
cul-de-sac. 

14. No fire hydrants shall be located within 6 ft of any curb return, driveway, power pole, streetlight or any other 
obstruction.  [IFC § C102.12] 

15. A maximum distance from a fire hydrant to a one-two family dwelling shall not exceed 300 ft, as measured by an 
approved route.  [IFC § C102.4] 

16. The maximum distance from a fire hydrant to a Fire Department Connection (FDC) shall not exceed 100 ft, as 
measured by an approved route. [IFC § C102.7] 

17. The maximum distance from a hydrant to the end of a dead-end street shall not exceed 200 ft. [IFC § C102.6] 
18. Two (2) sources of supply are required whenever there is 4 or more fire hydrants/sprinkler lead-ins are installed on a 

single system.  Sectional control valves shall be installed so that no more than 2 fire hydrants can be out of service 
due to a break in a water main.  [IFC § C104] 

19. All fire apparatus access roads shall be paved to provide all-weather driving capabilities, and shall be designed and 
maintained to support the imposed loads of the fire apparatus.  [IFC § 503.2.3] 

20. The gradient for the fire apparatus access roads shall not exceed 12%. Angles of approach and angles of departure 
shall not exceed 6% for 25 ft prior to or after the grade change.  Adjacent to the structures gradient shall not exceed 
6%.  [IFC § 503.2.7, § 503.2.8] 

21. The turning radius of the fire apparatus access roads shall be no less than 52 ft outside and 28 ft inside turning radius.  
IFC § 503.2.4] 

22. Vertical clearance of all fire apparatus access roads shall not be less than 13ft 6 ins.  [IFC § 503.2.1] 
23. Fire department access roads shall have a minimum unobstructed width of not less than 40 ft flow line to flow line 

with parallel parking permitted on both sides.  Not less than 32 ft wide, flow-line to flow-line, where parking is 
permitted only on one side of the fire apparatus access road.  Not less than 24 ft wide, flow-line to flow-line, where 
no parking is permitted on either side.  Fire lanes through parking lots shall be not less than 24 ft.  [IFC § 503.2.1.1] 

24. A fire apparatus access road shall be required when any portion of an exterior wall of the first story is located more 
than 150 ft from a fire department vehicle access.  This distance could be increased to 250 ft if the building is 
sprinklered. [IFC § 503.1.1 

25. Approved secondary fire apparatus access shall be provided for 100 or more dwelling units, road(s) with dead-ends 
or with a single point of access in excess of 600 ft.  Commercial and industrial developments where buildings exceed 
2 stories or 30 feet in height, or exceeding 62,000 square feet in area.  [IFC § 503.1.2] 

26. All dead-end fire apparatus roads and/or fire lanes, public or private, in excess of 150 ft in length shall be provided 
with an approved turn around having a minimum diameter of 81 ft.  [IFC § 503.2.5] 

27. All fire apparatus access roads shall be marked by placing approved signs at the start of the designated fire lane, one 
sign at the end of the fire lane and with signs at intervals of 100 ft along the designated fire lanes.  Signs to be placed 
on both sides of an access roadway if needed to prevent parking on either side.  Signs to be installed no higher than 
10 ft or less than 6 ft from the roadway level. The curb along or on the pavement or cement (if no curb is provided) 
shall be painted with a red weather resistant paint in addition to the signs. [IFC § 503.3] 

28. Electrically controlled access gates shall be provided with an approved emergency vehicle detector/receiver system.  
Said system shall be installed in accordance with the IFC § 503.6 and IFC Appendix M. 


